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Corresponding
requirement Description of information to report Frequency 

(5) Copy of completed CPE report ................................ Within 120 days after the CPE was trig-
gered. 

(c) Disinfection Profiling ......
(§§ 141.530–141.536) 

(1) Results of optional monitoring which show TTHM 
levels <0.064 mg/l and HAA5 levels <0.048 mg/l 
(Only if your system wishes to forgo profiling) or that 
your system has begun disinfection profiling.

(i) For systems serving 500–9,999 by 
July 1, 2003; 

(ii) For systems serving fewer than 500 
by January 1, 2004. 

(d) Disinfection 
Benchmarking.

(§§ 141.540–141.544) 

(1) A description of the proposed change in disinfec-
tion, your system’s disinfection profile for Giardia 
lamblia (and, if necessary, viruses) and disinfection 
benchmark, and an analysis of how the proposed 
change will affect the current levels of disinfection.

Anytime your system is considering a 
significant change to its disinfection 
practice. 

§ 141.571 What records does subpart T 
require my system to keep? 

Your system must keep several types 
of records based on the requirements of 
subpart T, in addition to recordkeeping 
requirements under § 141.75. The fol-
lowing table describes the necessary 

records, the length of time these 
records must be kept, and for which re-
quirement the records pertain. Your 
system is required to maintain records 
described in this table, if it is subject 
to the specific requirement shown in 
the first column.

Corresponding requirement Description of necessary records 
Duration of 

time records 
must be kept 

(a) Individual Filter Turbidity Requirements ...................
(§§ 141.560–141.564) 

Results of individual filter monitoring ........................... At least 3 
years. 

(b) Disinfection Profiling .................................................
(§§ 141.530–141.536) 

Results of Profile (including raw data and analysis) .... Indefinitely. 

(c) Disinfection Benchmarking .......................................
(§§ 141.540–141.544) 

Benchmark (including raw data and analysis) ............. Indefinitely. 

PART 142—NATIONAL PRIMARY 
DRINKING WATER REGULATIONS 
IMPLEMENTATION

Subpart A—General Provisions

Sec.
142.1 Applicability. 
142.2 Definitions. 
142.3 Scope. 
142.4 State and local authority.

Subpart B—Primary Enforcement 
Responsibility

142.10 Requirements for a determination of 
primary enforcement responsibility. 

142.11 Initial determination of primary en-
forcement responsibility. 

142.12 Revision of State programs. 
142.13 Public hearing. 
142.14 Records kept by States. 
142.15 Reports by States. 
142.16 Special primacy requirements. 
142.17 Review of State programs and proce-

dures for withdrawal of approved pri-
macy programs. 

142.18 EPA review of State monitoring de-
terminations. 

142.19 EPA review of State implementation 
of national primary drinking water regu-
lations for lead and copper.

Subpart C—Review of State-Issued 
Variances and Exemptions

142.20 State-issued variances and exemp-
tions under Section 1415(a) and Section 
1416 of the Act. 

142.21 State consideration of a variance or 
exemption request. 

142.22 Review of State variances, exemp-
tions and schedules. 

142.23 Notice to State. 
142.24 Administrator’s rescission.

Subpart D—Federal Enforcement

142.30 Failure by State to assure enforce-
ment. 

142.31 [Reserved] 
142.32 Petition for public hearing. 
142.33 Public hearing. 
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